The solar photovoltaic (PV) industry continues to make progress in increasing the efficiency while reducing the manufacturing costs of PV cells. Economies of scale are being realized as manufacturers expand their production capabilities. Products are commercially available that integrate photovoltaic cells within building façade, fenestration, and roofing components.
INTRODUCTION
The key components of a solar photovoltaic water heating (PVWH) system are depicted in Fig. 1 . The system consists of an array of photovoltaic modules, a microprocessor-based control module, a solar radiation sensor, one or more storage tanks, and multiple resistive heating elements. The control module connects the individual heating elements in different combinations such that the photovoltaic array operates at or near its maximum efficiency.
A PVWH water heating system may be configured as a single-tank or two-tank system. In a single-tank system ( Fig.  1) , water within the lower portion of the tank is heated exclusively using energy supplied by the photovoltaic array. A heating element that is connected to the utility grid is located in the upper part of the tank to assure a reserve of stored hot water and quicker recovery times. In a two-tank system, energy from the PV array is used to heat water stored in a separate, preheat tank. The preheat tank feeds water to a conventional electric, gas, or oil-fired water heater when a hot water draw is imposed.
Figure 1 Single-tank PVWH Schematic
The application for using the DC energy generated by a photovoltaic (PV) array to directly heat potable water was patented by the National Institute of Standards and Technology (NIST) in 1994 [1] . The first prototype systems used a twotank configuration [2] . These two-tank prototypes were evaluated at test facilities located at the NIST in Gaithersburg, Maryland and at the Florida Solar Energy Center (FSEC) in Cocoa, Florida. The field performance of these prototype twotank systems has been previously reported [3] . After completing the two-tank prototype studies, efforts to evaluate the PVWH technology as applied to a single-tank configuration were initiated. Prototype single-tank systems were installed and evaluated at both NIST and FSEC. Detailed performance data were collected. The results and experiences from this single-tank deployment are the focus of this paper.
During this same period, NIST also collaborated with two parties that were interested in demonstrating and evaluating the PVWH technology. In cooperation with the Tennessee Valley Authority and the National Park Service, a two-tank system was installed in late 1996 at the Sugarlands Visitor Center within the Great Smokey Mountains National Park (GSMNP). In November 1997, NIST teamed with the US Air Force to install a two-tank PVWH system at two military housing units in Okinawa, Japan. The electrical energy inputs -DC from the photovoltaic array and AC from the electrical grid -and the hot water usage at these three sites were monitored up until January 2000. The findings from the two Okinawa installations are summarized in this paper. The performance results for the GSMNP site are the subject of a separate technical paper [4] .
THEORY OF OPERATION
The magnitude and shape of the characteristic current versus voltage (I-V) curve of a photovoltaic array changes continually over the course of a day, Fig. 2 . The array's operating point depends upon the connected load. A load that coincides with the maximum power point on the I-V curve will result in maximum energy collection. In Fig. 2 , these maximum power points are denoted as P max . To continually operate a PVWH system at the maximum power point, a resistive heating element that was continuously variable would be needed. In practice, a finite number of discrete resistive elements provide an acceptable alternative. A PVWH system using as few as three heating elements is predicted to provide only 4 % less energy than a continuously variable resistive element [2, 3] . The three elements are used to provide seven resistive loads by virtue of the four possible parallel wiring combinations.
The second part of the design process is selecting which resistive element(s) to connect at any given time. Solar irradiance, PV cell temperature, angle of incidence, and air mass all influence the current-voltage curve, and thus the instantaneous maximum power operating point. An attempt could be made to develop a resistive load control strategy that factored in all four parameters. The researchers, however, have found that acceptable performance can be achieved by keeping the system simple and making decisions based on the primary I-V curve driver, solar irradiance. Specific information is given in the next section on how the irradiance-based control strategy is implemented.
THE DESIGN PROCESS
System design is an iterative process of selecting a PV array configuration, choosing a combination of resistive elements, and then deciding upon the irradiance interval over which to use each resistive heating load. To make these decisions, a method for predicting the I-V curves for the particular PV array is required. For the PVWH systems reported here, a single-diode, four-parameter model [5] has been used. This PV model was combined with a computer model of a storage-type water heating system. The resulting computer program conducts yearlong simulations of a hypothetical PVWH system.
Beginning with a candidate PV array, the I-V curve model is used to generate a version of Fig. 2 to select resistive elements that individually, and when combined, will partition the range of possible maximum power point I-V combinations. During this initial screening process, hardware limitations related to the resistive elements (e.g., available ohm-ratings, maximum current limits), mechanical relays (e.g., how many are needed, maximum current limits), the complexity of the resulting power wiring, and the local solar resource are considered. The outcome of this first step is a selection of heating elements and a decision on whether to use all or a subset of the potential series/parallel resistive combinations.
Once the magnitude and sequence of the resistive loads are known, the next step is to exercise the I-V curve model to determine which resistive load is predicted to yield the highest 2
Contribution of the National Institute of Standards and Technology table that lists the irradiance range  for connecting each resistive load. Typically, the I-V curve  model is further exercised to see how the decision table  irradiance endpoints (which become switchpoints in the eventual control strategy) are affected in one direction or the other by cell temperature. This cell temperature check may lead the designer to slightly adjust the irradiance intervals assigned to each resistive load within the decision table.
The final step is to conduct the yearlong simulation. The user must input information that defines the PVWH system, including information on the water heater(s) and the daily hot water draw schedule. The simulation provides information on the system's overall performance. The most critical parameter is the predicted annual energy generation of the PV array. Another important output is the predicted electrical fraction, which is defined as the energy supplied by the PV array divided by the combined energy input to the water heater by the PV array and the AC grid. Once the PV array is chosen, the goal is to select resistive elements and irradiance switchpoints that maximize these two output parameters.
The control module contains mechanical relays that connect the appropriate heating elements with the PV array. The control module also includes the electronics that sample the radiation sensor signal, effect the simple decision-table control logic, and generate the low-voltage signals to the control side of the mechanical relays. For the single-tank configurations used at FSEC and NIST, a single PV heating element assembly is used. A normally-open mechanical relay is wired in-line with each resistive element. The elements are wired in parallel and, through the control of the relays, seven different resistive load combinations are provided.
Work to streamline and improve the design process has been addressed by researchers at the University of Wisconsin [6] . For the field installation reported in the paper, however, the less refined process described above was used.
A photovoltaic reference cell is used to provide a measurement of the instantaneous solar irradiance. The output from this reference cell is connected to a precision resistor. The voltage drop across the precision resistor is fed to the control module. The relationship between irradiance and voltage drop was determined via calibration using a precision spectral pyranometer.
THE SINGLE-TANK CONFIGURATION
A schematic of a single-tank solar photovoltaic water heating system is shown in Fig. 1 . The balance-of-system components include a control module, a solar radiation sensor, a PV heating element assembly, and an electric, residential water heater. Other balance-of-system components would include the rack used to mount the PV modules, an electrical combiner box that is installed in close proximity to the PV array, and an electrical breaker box that is installed in close proximity to the water heater. The combiner box houses the blocking diodes required for the series strings and provides a location for combining these series strings in parallel. The reader is referred to previous publications for information and schematics that are specific to a two-tank configuration [2, 3] .
As with most solar water heating systems, a design consideration is to minimize hot water runouts during times of extended poor solar meteorological conditions and periods of higher-than-normal hot water use. The researchers wanted to use a readily available electric water heater. A two-element electric water having a nominal volume of 450 L was selected. The upper AC heating element of the chosen water heater was found to heat approximately 106 L. The researchers wanted a single-tank configuration that provided an AC heated reserve comparable to a typical residential application, i.e., a reserve in the 135 L to 170 L range. In order to increase the reserve volume, a cartridge heating element having a total length of 56 cm was installed in the water heater port that is usually used for the anode rod. (An anode designed for installing in the hot water outlet port was used instead.) The active part of the heating element was restricted to the lower 25 cm of the heating element. This configuration resulted with the highest active part of the heating element being positioned approximately 1 cm below the horizontal plane where the upper thermostat is attached. This relative positioning is important to The PV heating element is comprised of multiple resistive elements. The assembly is designed to replace the normally used AC heating element without any modification to the water heater. To date, two configurations of the PV heating element assembly have been tried, Fig. 3 . The upper assembly in Fig. 3 uses off-the-shelf resistive elements and a fitting that allows three elements to be installed into the heating element port of an electric water heater. This assembly is referred to as the 3-cartridge heater assembly. The lower assembly is a customfabricated, single sheathed cartridge that contains three parallel wired resistive segments and is referred to simply as the 3-in-1 assembly.
3
Contribution of the National Institute of Standards and Technology assure that the water temperature at the very top of the tank is equal to the thermostat temperature setting. The total volume heated by the vertically oriented heating element was approximately 157 L.
In practice, using a vertically oriented heating element has the disadvantage of creating a temperature profile within the volume containing the active portion. For the purposes of this initial, controlled investigation, the authors felt that the vertical heating element was an acceptable mechanism for increasing the AC heated reserve. The possibility of using a bent AC heating element in the upper water heater port, as shown in Fig. 4 , was considered after initiating the two single-tank field studies but never implemented. Finally, with the AC heating being performed by the vertically installed heating element, the option of using the upper heating element port for a second PV heating element assembly was investigated. The idea was abandoned after modeling revealed a strong tendency for overheating the upper part of the tank.
FIELD-EVALUATED SINGLE-TANK PVWH SYSTEMS
A summary of the single-tank configurations that were evaluated at NIST and FSEC are provided in Table 1 . The PV array at both installations used the same model of singlecrystalline PV module. The modules were rack mounted. The rated output of the NIST and FSEC arrays were 1590 W (peak) and 1060 W (peak) at an irradiance of 1000 W/m 2 and a module temperature of 25 °C. Contribution of the National Institute of Standards and Technology
Figure 4 Alternative single-tank configuration
The three resistive elements selected for the NIST PV heating element assembly were 75 S, 60 S, and 50 S. The three resistive elements selected for the FSEC PV heating element assembly were 177 S, 97 S, and 51 S. The FSEC installation used a 3-cartridge heater assembly (Fig. 3) . The NIST installation used a 3-cartridge heater assembly for the majority of the monitoring period. An evaluation of a customfabricated, 3-in-1 assembly was conducted at the NIST site beginning in July 1999.
For both single-tank systems, the controller sampled the output from the reference PV cell every 20 s. Each minute, these measurements of instantaneous irradiance were averaged and then used in deciding whether the connected resistive load should be changed. The decision tables used to select the resistive load are given in Table 1 .
Except for the necessity of only instrumenting one water heater rather than two, the data acquisition and control system used to collect the performance data and to impose the hot water draw schedule was the same as reported previously for the two-tank configurations studied at NIST and FSEC [3] . The daily hot water draw schedule imposed on the single-tank installations was the same as used previously for the two-tank study.
The NIST single-tank system became operational in January 1997. Data collection continued until December 31, 1999. During the 3-year period, the system was off-line for the majority of March 1997 while confirming the accuracy of the energy measurements and improving the determination of the jacket heat losses from the storage tank. During May and June of 1999, a newer generation controller was installed, troubleshot, and finally made operational. The 3-in-1 element was installed at this time. Because of these events, coupled with the authors' preference to report results for complete 12-month periods, performance measured over the 24-month period beginning April 1997 and ending March 1999 is reported in this paper. During the entire time of operation, the single-tank PVWH system experienced no malfunctions or equipment failures.
The FSEC single-tank system was installed in April 1997. Data collection on this system was terminated in January 2000. A few months into the monitoring effort, slightly lower than expected performance -conversion efficiencies and electrical fractions -was noted. FSEC and NIST personnel diagnosed that the 20-panel array included a faulty PV module and that the measured resistance of one of the PV heating elements had shifted from 51S to 78S. The defective PV panel and resistive element were replaced by January 1998.
During the first half of 1998, the volume of hot water automatically removed from the solar photovoltaic water heating system at FSEC began to slowly decrease. By the time the reduction was identified in July 1998, the average daily draw volume had decreased 16 % from the daily target value of 243 L. The reduction, which was caused by a flow control valve that had become progressively restricted due to sediment build up, was corrected in late July.
A few other events that occurred during the remaining 17 months of monitoring impacted the data collection process and efforts to impose a repeatable draw schedule on the water heating system. The biggest nuisance stemmed from the data acquisition system locking up during severe thunderstorms despite being protected by an uninterruptible power supply. The authors preference to present results for 12-month blocks coupled with seeking the 12-month period with the highest data collection rates leads to the selection of September 1998 to August 1999 as the interval reported here. It is important to note that the solar photovoltaic water heating system, with the exception of the January 1998 replacements of the faulty PV module and the shifted resistive element, did not experience any operational problems during the 33-month interval of evaluation at the FSEC facility.
FIELD-EVALUATED TWO-TANK PVWH SYSTEM
The two residential PVWH systems installed in Okinawa, Japan were identical. The two-tank systems used the same preheat and auxiliary water heaters, the same size and configured PV arrays, and the same pair of 3-in-1 PV heating element assemblies.
Furthermore, the heating element assembly selected for the upper and lower water heater ports were the same. Each assembly contained three 96 S resistive elements.
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The same model of single-crystalline PV module as described above for the single-tank systems was used for the two Okinawa installations. Each of the arrays is composed of three strings of eight series-wired modules. The rated output of these arrays is 1272 W (peak). A summary of the key design parameters that were common to both demonstration sites is provided in Table 2 .
As compared to the systems evaluated at NIST and FSEC, the Okinawa sites included only minimal instrumentation.
Two digital power meters monitored performance at each housing unit. One meter measured the DC current, voltage, and power provided by the PV array; the second meter measured the equivalent parameters associated with operating the grid-connected, AC resistive elements. Instrumentation to monitor the local meteorological conditions were not used. Generalized weather reports for the area (e.g., partly sunny, rain, etc.) were recorded to gain a qualitative assessment of the meteorological conditions. Contribution of the National Institute of Standards and Technology
The two-tank systems were installed in November 1997. Data collection was terminated in January 2000. Data collected during 1998 and 1999 are reported here. No problems were experienced with either PVWH system. With the exception of data lost for System II for seven days in November 1999 (due to a faulty uninterruptible power supply that protected the data acquisition components), the only data loss was due to a scheduled, partial-day power outage on March 9,1998. For System II, the same family resided in the home during the entire monitoring period. By comparison, two different families resided in the second home, System I. The home was unoccupied and no hot water was used from January 14, 1999 to January 27, 1999.
Using the electrical energy measurements, a few spot measurements made by Air Force personnel of the make-up water temperature, and information on the thermostat setpoints and the rated energy factor of the two electric water heaters, NIST estimated the daily hot water volume used by the families that resided in the two military housing units. To validate these estimates, water meters were added for the last 11 months of the monitoring period.
FIELD RESULTS

Single-tank installations
The measured performance of the NIST and FSEC singletank systems is summarized in Tables 3 and 4 , respectively. For the twenty-four month period reported for the NIST system, 99.3 % of the available daily data was collected. For the twelve month period reported for the FSEC, 350 days worth of data, or 95.9 %, was collected.
An energy balance was performed to ensure that the measurements were accurate. The energy balance for each month is given in Table 3 and Table 4 . The NIST installation appears to have offered smaller random variation but a small, systematic bias. The magnitude of the monthly energy balances for FSEC, by comparison, were greater but were split evenly as to their sign.
The FSEC installation provided a slightly higher electrical fraction for the cumulative period than the NIST installation, 51.8 % versus 49.0 %. The high and low monthly electrical fractions for the NIST site were 60.3 % and 30.7 %. The comparable values for the FSEC site were 63.2 % and 40.8 %. Uncertainties associated with the electrical fraction and other reported parameters are listed in Appendix A.
The comparable electrical fractions for the two sites come about as a result of offsetting factors. The FSEC PV array is two-thirds the size of the NIST array. This size difference is offset by the comparatively lower loads − the hot water load and the tank (jacket) heat loss − that occur at the FSEC site.
The average daily energy of the hot water removed from the FSEC system was 70 % of the comparable average at NIST. The average daily tank heat loss from the FSEC tank was 66 % of the average loss from the NIST tank. The higher hot water loads at NIST are attributed to the comparatively lower make-up water temperatures and a slightly higher thermostat setpoint. The higher setpoint temperature, plus periods of lower surrounding ambient temperatures at NIST, contributes to the difference in tank losses.
Although not to the same degree of offset, the better solar resource at the FSEC installation is slightly offset by the higher conversion efficiency of the NIST system. The average daily incident solar energy measured at FSEC was 18,267 kJ/m 2 . This average is 15 % higher than the NIST average of 15,865 kJ/m 2 . The photovoltaic conversion efficiency of the NIST system was 4 % higher than the FSEC system, 10.6 % versus 10.2 %. It should be noted that the photovoltaic system conversion efficiency accounts for departures from maximum power point tracking that result from using a finite number of resistive loads and choosing to exercise the control logic at one minute intervals.
The electrical fractions and the photovoltaic conversion efficiencies for the NIST system were better for the second 12-month interval: 50.7 % versus 47.3 % and 10.7 % versus 10.5 %. The difference in electrical fraction is due to the comparatively higher solar input and the lower average daily hot water load. The difference in the hot water loads was caused by other, unrelated testing in the same laboratory space. This other testing called for a fixed water temperature of 14.4 °C from the conditioning loop that supplied the makeup water. When not set to 14.4 °C, the water conditioning loop at the NIST site was set to the average monthly make-up water temperature previously recorded for Gaithersburg, Maryland.
One additional comparison is offered in Table 5 . Here the photovoltaic conversion efficiency of the two-tank system previously evaluated at NIST is compared to the second of the two 12-month intervals reported for the single-tank configuration. Both systems were evaluated using the same PV array. The average daily irradiances based on the 12-month totals are found to differ by less than 1 %. Comparing on this same basis, the two-tank system is observed to offer a 0.3 % higher conversion efficiency.
In fact, with the exception of the February comparisons, the two-tank system consistently outperformed the single-tank system. This difference is attributed to the better tracking of the maximum power point that was provided by using two, rather than one, PV heating element assemblies. Another contributing factor is that decisions on changing the connected resistive load were made more frequently for the two-tank system, every 20 s. Finally, although not definitively quantified, a very slight degradation of the PV modules over time may be a factor.
Two-tank Installations
In Okinawa, the percent of electrical energy supplied by the solar photovoltaic water heating systems (i.e., electrical fraction) from January 1, 1998 to December 31, 1999 were 25.8 % for System I and 28.0 % for System II. Excluding the eight days where data on one or both systems were lost, System I produced 2942 kWh of DC electrical energy from its photovoltaic array and System II produced 3011 kWh of DC energy. System II consistently outperformed System I by approximately 2 %.
The electrical fractions were lower than originally expected. This result is partly due to the hot water usage being higher than the 243 liters per day assumed when designing the system and sizing the photovoltaic array. For example, based on water meter measurements made during the last 11 months of 1999, System I residents used an average of 450 L of hot water each day. System II residents averaged 333 liters per day over the same period. A second factor that may have contributed to lower than expected solar fractions was the lack of data on the solar resources in Okinawa. For design purposes, the authors had assumed the meteorological conditions in Okinawa would be similar to Tampa, Florida.
Tampa was chosen because of its similar latitude and historical outdoor temperature data. Based on monitoring of the weather forecast for Okinawa, however, the authors now believe that Okinawa experiences comparatively more overcast and cloudy days.
Collective Experience
One of the several secondary issues investigated in the course of this field-monitoring project was to see if and how the resistances of the in-tank PV heating element assemblies change over time. Table 6 reports the findings for the changes in the resistive loads of the 3-cartridge heater assembly used at the FSEC location. Table 7 reports the same for resistive loads of the 3-in-1 assembly used in Okinawa, Japan, System I. In both cases the resistive loads were observed to increase slightly over time. In the case of the 3-cartridge heater assembly, the increases ranged from 0.5 % to 5.7 % over the two year period that was checked. For the 3-in-1 PV heating element assembly, the percent increase ranged from 1.3 % to 3.0 %. Despite these slight increases, no loss in photovoltaic system conversion efficiency was detected. Nonetheless, when designing a system, the realization of this trend leads one to choose resistive elements that are slightly lower than the target values. 
COMPARISON WITH ALTERNATIVE SOLAR APPLICATIONS
Grid-connected PV Systems
Although, a PV water heating system could conceivably be considered for applications where grid power was unavailable, the majority of potential applications are foreseen in grid-connected homes and commercial buildings. In such cases, the customer has the alternative of connecting the PV array to the utility grid.
The grid-connected alternative offers the flexibility of using the PV generated power for more end uses than just water heating. But, the grid-connected option means higher balance-of-system costs. Although improving, grid-connected PV also yields comparatively lower system reliability, higher maintenance costs, slightly lower conversion efficiencies, and greater burden for permitting, interconnecting, and inspection [7] [8] [9] . Typical end user costs for 1 kW to 2.5 kW, gridconnected inverters range from $0.75 to $1.70/Wac [7, 10] . For the unique components of the PVWH system (control module, two PV heating element assemblies, and a PV reference cell), end user costs are estimated to be $400 to $450. For an application with a 1500 W (peak) array, these costs thus become $0.27/W and $0.30/W. As with inverters, the potential for reducing these costs does exist.
Inverters and power conditioning equipment in gridconnected systems are still prone to operational problems that range from a nuisance circuit breaker trips to a complete equipment failure [7] . The result is unscheduled maintenance, repairs, and change outs. Typical inverter warranties are between 2 to 3 years which, in certain cases, can be extended to 5 years [11] [12] [13] . The relatively simple PVWH controller, heating elements, and reference cell, as expected, have been comparatively robust. The lone system problem experienced during the field testing, the shift in the resistance of one heating element within the FSEC single-tank system, only marginally reduced the conversion efficiency. In general, the balance-of-system (BOS) of the PVWH system is expected to provide better reliability and therefore comparatively longer warranties. The PVWH BOS components create a better match with the PV modules, which have associated warranties as high as 25 years for the more established crystalline modules [14] .
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As compared to a grid-tied system, the PVWH system is much less likely to experience a hardware failure or trip that causes a complete disconnect. A PVWH system, however, will have periods of disconnects if the hot water usage is low compared to the solar input. As with a battery-storage system, proper system sizing should mitigate any reduction in the solar utilization due to a fully recovered water heating storage tank.
The efficiency of a grid-tied inverter approaches the overall system conversion efficiency of the PVWH system [2, 3, 15] . The gap can widen, however, depending on the maximum point tracking capability of the grid-tied system and whether the inverter's efficiency tails off at high or low loading.
Because the PVWH system is a stand-alone application, in addition, it doesn't face the same safety and ownership considerations that are unique to grid-connected systems [7, 16] .
The best prospects for a PVWH system is one where the array size is in the 1 to 2 kilowatt range, as would be typical on many residential installations. Next, the system would be best suited to cases where the residence has a moderate to high hot water load, which is preferably regular over the year. Finally, the end user would otherwise heat water using an electric water heater, as is the case in roughly 45% of the homes in the US [17, 18] . If the daily energy supplied by the PV array is less than the energy used by the homes' gridconnected electric water heater, than the user would obviously be better off by using the PV array to directly heat water. The cost, complexity, and loss of efficiency of converting DC array power into AC power so that it can be used to heat water is avoided.
Solar Thermal Hot Water Systems
Solar thermal hot water systems are popular in some of the more temperate parts of the world like Israel and in the Caribbean. Solar thermal water heating, however, has failed to gain wide acceptance in many parts of the world, including most of the US. For those areas where solar thermal has found acceptance, the PVWH system is not yet competitive on a life cycle cost basis. The PVWH system offers a more reliable alternative with lower maintenance costs. Still, the first cost of the PVWH system will have to be reduced. As reported previously [2] , the purchase price of photovoltaic modules would have to decrease to approximately $1.90 per peak watt for the cost of the PVWH system to be comparable to an equivalent solar thermal system. As this module price is approached, the opportunity for PVWH systems in areas where solar thermal systems are popular increases. More importantly, the potential market for PVWH systems expands to other locations where solar thermal has had limited acceptance mainly due to freeze concerns. For such locations, the more popular, simpler solar thermal systems (e.g., integrated collector storage, thermosyphon), can not be used without concern for catastrophic failure. With the PVWH system, living in a region that experiences freezing temperatures becomes a non-factor on whether a person who wishes to invest in solar energy can do so. More discussion on the relative merits PVWH system versus a solar thermal domestic water heating system is provided in reference [2] .
SUMMARY
A photovoltaic solar water heating system has been developed and patented by the National Institute of Standards and Technology.
Unlike other residential photovoltaic systems, no inverter or storage batteries are needed. The direct current supplied by the photovoltaic modules is supplied to a number of resistive heating elements by a control and power relay system that operates the array at a currentvoltage combination that maximizes its power output.
To date seven prototype systems have been placed into operation and monitored. A previous paper reported on the performance of double-tank systems evaluated at NIST and FSEC. This paper summarizes the performance of two additional double-tank systems located in Okinawa, Japan and two single-tank systems evaluated at NIST and FSEC. Together these seven systems represent over seventeen years of field experience. To date, only two problems have occurred that resulted in slightly degraded performance, a faulty PV module and a shift in the electrical resistance of one heating element. Both probems occurred during evaluation of a single-tank system at the Florida Solar Energy Center and resulted in only a minor decrease in overall performance.
The NIST and FSEC single-tank systems provided 49.0 % and 51.8 %, respectiviely, of the energy needed to heat the 243 L of water withdrawn daily from each system. The photovoltaic array associated with the FSEC system utilized one-third less modules than the NIST system. The FSEC system's performance benefitted from a greater solar resource, a higher inlet water temperature, and reduced thermal losses from the tank.
Previously monitored two-tank systems were found to have a slightly higher conversion efficiency compared to the performance of single-tank systems presented in this paper. This difference is attributed to the use of six resistive elements in the two-tank systems compared to the three resistive elements used in the single-tank systems. The slight increase in performance must be weighed against the added cost of an additional storage tank, resistive elements, and power relays.
The two-tank systems in Okinawa, Japan, have performed flawlessly. The solar contribution of both systems to the total water heating load was significantly lower than originally projected. This lower contribution is attributed to the substantially higher hot water consumption (450 and 333 liters per day compared to the design value of 243 liters per day) and to extended periods of cloud cover.
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APPENDIX A
The primary measurements for the FSEC and NIST installations were the electrical fraction and photovoltaic system conversion efficiency. For the Okinawa sites, the primary measurement was electrical fraction. The expanded (k=2) uncertainties for these primary measurements were derived from the standard uncertainties of the applicable input quantities using current international guidelines [19] .
Components that contribute to a standard uncertainty were combined by the method of propagation of errors.
For quantities where multiple entries are reported (e.g., for each month), an attempt was made to identify the case that yielded the highest standard uncertainty. Uncertainties derived from manufacturer's specifications were assumed to incorporate a coverage factor of unity (k=1). The resulting standard uncertainties were dominated by Type B evaluations.
The expanded (k=2) uncertainties of the primary measurements, which were derived from the single-sample laboratory and field measurements, are summarized in Table A-1. The standard uncertainties (k=1) of the input quantities are reported in Table A-2. The labels F, N, and O are used in the tables to designate the FSEC, NIST, and Okinawa installations, respectively. 
